FACE INVESTIGATION

SUBJECT: Linemanat Hydroeectric Utility wasAsphyxiated when the Safety Rope Attached
to his Har ness Became Entangled in a Revolving Turbine Shaft.

SUMMARY: A 34-year-old mae lineman (the victim) died of asphyxiaion when the safety rope
attached to his harness became entangled in a revolving turbine shaft. The victim was employed as a
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linemanfor the city’ s hydrodectric utility, and was ingpecting a 75-year-old turbine that wasidle following
replacement of adam. He was working with a co-worker in the enclosed flume that channeled river water
through the turbine. The victim donned afdl| protection harness and entered the flume viaaladder lowered
from afloor opening in the platform above the flume. His safety rope washeld by a co-worker standing
onthe platform. Another co-worker held the safety rope of the co-worker who wasworking in the flume
withthe victim. Although the mgor portion of the water flow had been blocked off , asmall steady stream
of water leaked through the control gates and flowed through the area. The knee-high, flowing water
struck the turbine vanes which caused the 4 1/4-inch diameter shaft to rotate about 20 rpm. The turbine
was tagged out at the utility station, but there was no lockout device to stop the revolution caused by the
lesking water stream. After ingpecting the areaaround the turbine, the victim noted that many of theturbine
vanes were “frozen” in place, rather than swinging onthe bolts which held them in place. He and the co-
worker in the flume began sriking the vanes with a maul, to bresk the crust that prevented them from
moving. After severd dtrikes, the victim apparently dipped in the water and fell toward the spinning shaft.
His safety rope got caught on a shaft coupling, and his harness was pulled tight to the shaft. The victim’'s
body stopped the rotation of the turbine shaft. The co-worker cut the rope after he realized what
happened, and called for help up to the two co-workers. The co-workers secured the generator wheel
50 the victim could be cut loose without the whed restarting. Emergency servicesresponded, and cut the



vidim free of the shaft. He was transported to the hospital, where he was pronounced dead. The FACE
investigator concluded that, to prevent smilar occurrences, employers should:

! install a locking brake which stops the rotation of hydroeectric turbines when
maintenance and repair is necessary.

! develop and implement awritten hazar dousener gy control program that includes specific
proceduresfor all machinesthat could result in arelease of hazardous ener gy

! providetraining in the recognition and avoidance of unsafe conditions to workers who
are assigned tasks outside their normal duties.

INTRODUCTION:

On October 21, 1999, a 34-year-old malelineman was asphyxiated when a safety rope became entangled
onaturbine shaft and pulled him tight to the rotating shaft. The Wisconsin FACE fidd investigator learned
of theincident from the Workers Compensation Division of the Department of Workforce Devel opment
on November 30, 1999. On May 3, 2000, the fidd investigator visited the incident site and interviewed
the utility manager. The FACE investigator aso obtained the death certificate, and the sheriff’s and
coroner’s reports. No photos were taken of the scene at the time of the incident, but the investigator
reviewed avideotape that had been made about four months before the incident which displayed theturbine
as it may have appeared at the incident.

The employer in thisincident was a city light and water department that had been in existence about 100
years. The department dso managed the portion of the facility that sold electricity to aregiona dectric
utility. A dam across ariver controlled water flow through multiple turbines that provided mechanica
energy to generators that produced hydro-electrica energy for sale. A separate turbine and generator
produced electric energy that powered the utilities operations. The turbine and generator had been
inddled 75 years before the incident, and continued to operate with few interruptions since thet time. The
generator operation could be tagged out at the main utilities office, but the generator and turbine did not
have energy isolating devices that could completely halt the revolution of the turbine shaft.

The department had five employees, including one office manager. New employees were trained by a
combination of forma training and on-the-job training, depending on their background and the needs of
the department. Task-specific safety training was provided verbally during orientation and at monthly safety
mestings in the depatment.  The department maintained records of dl forma training provided to
employees. A written safety program wasin place, but did not include task-specific safework procedures
for dl tasks, induding the activity being performed at the time of the incident.

The victim had worked for the city light and water department as a lineman for ten years prior to
the incident. He sought and accepted work assignments that were identified as having high-risk safety
hazards. He had not been formally cited for violating personnd safety policies.

INVESTIGATION: During the year before the incident, the dam had been replaced and modifications



were made to the structures that housed the separate flume, turbine and generator. Modificationsincluded
re-design and replacement of the gates that were dropped in place to divert river flow from the flume, and
maintenance to the turbine and generator that were inactive while the dam was being replaced. Whilethe
turbine was inactive, minerals and organic deposits dried and crusted on the vanes, making many of them
inoperable.

On the day of theincident, the department crew, congisting of the victim, the utilities manager (co-worker
#1), autility worker and an additiond linesman (co-workers #2 and #3) drove about 1/4 mile from the
department office to the dam to work on the turbine vanes. They came equipped with two fall protection
harnesses, safety ropes, pulleys, hard hats, waders, and toolsto work on theturbine. Theworkerslowered
the new wooden gatesto block the river from the flume, but noted enough water continued to flow through
to keep thelevd at about two feet. Theweather forecast predicted rain and cold wesather for the next day,
so they decided to proceed to avoid worse conditions. They lowered a ladder from an opening in the
cement platform 12 feet above the floor of the flume where the turbine was located. The victim and co-
worker #3 each donned waders, safety harness, and ahard hat. Separate safety ropes were attached to
each harness, then run through pulleys on the rails surrounding the platform. Co-workers#1 and 2 held
the ends of the ropes while the victim and co-worker #3 descended the ladder. The workers below
walked through the water toward the turbine, whilethe workers above maintained visua contact with them
and held theropestaught. Co-worker #1 warned the workers below to always stay in front of the ropes.
After someingpectiontime, theworkers below decided to free the crusted vanes by pounding on them with
amaul. The turbine shaft was rotating at about 20 rpm at thistime, propelled by the water that continued
to flow through the gates. Co-worker #2 handed the
safety rope he was holding to Co-worker #1, and
went into the generator room to try to work the
turbine vanes to see if they would bresk free, to no
avail (Figure 2). Meanwhile, thevictim tried to free
the vaneswith themaul. During one swing, the maul
missed the turbine and hit the water. The victim
agoparently lost his baance and fell toward the
rotating shaft. His safety rope was caught by &
coupling on the shaft, and his harness was pulled
tight. Co-worker #3 saw the victim being pulled
tight, and yedlled for help to the workers above. He
cut the safety rope, and started up the ladder to get
help. One of the co-workers caled for emergency
ass stance, whilethe othersjammed the generator to Figure 2. View of turbine.
prevent additiond rotation. Emergency medicad and
rescue servicesarived, and removed the victim from the shaft. He wastransported to the hospital, where
he was pronounced dead.

CAUSE OF DEATH: The death certificate listed the cause of death as traumatic asphyxiation as a
consequence of compression of the chest and neck by a harness.



RECOMMENDATIONS/DISCUSSION

Recommendation #1: Employers should install a locking brake which stops the rotation of
hydr oelectric turbines when maintenance and repair is necessary.

Discusson:  The generator and turbine had been ingtalled about 75 years before theincident, and was
not equipped with a braking mechanism that could completely stop therotation of the turbine vanesduring
repair activities. Therefore, the turbine shaft continued to rotate whilethe victim was attempting to free the
vanes.

Note: The utility company hasingtalled a brake on the generator that could stop the rotation of the turbine.
The brake wasin place a the time of the on-gte investigation.

Recommendation #2: Employers should develop and implement a written hazardous energy
control program that includes specific proceduresfor all machinesthat could result in arelease
of hazar dous ener gy.

Discussion: The utility company’ slockout/tagout policy did not include specific proceduresfor locking out
the generator and turbine during repair activities. The absence of a braking mechanism made lockout of
the generator and turbine infeasible, but development of aspecificlockout procedurefor therepair activity
would have spatlighted this deficiency.

Recommendation #3: Employers should provide training in the recognition and avoidance of
unsafe conditionsto worker swho are assigned tasks outside their normal duties.

Discussion: The victim’sprimary job respongbilitieswere asalineman for thedectric utility. Loosening
the vanes on a water turbine was outside of his norma duties, and presented hazards that may not have
been immediately evident to the worker. When workers are expected to perform additiond duties that
place the worker at risk, the employer should ingtruct the worker on those risks and how to avoid them.



